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Buffer tank DHW tank 
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 SRS5 (Control unit solar)                                                           

S1 > S2 = R1 (0-100%, inverter)                                       

S1, S3 = R1 & R2 valve                            

BS Boiler Sensor for heating control R3             

S4, S5 Sensor for three-way valve S4 > S5=R4   
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Schematic diagram for solar space heating + pool heating 
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DHW outlet 

SRS3 (Control unit) 

S1>S3 = R1  

S3>S2 = R2 
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SRS5 (Control unit) 

S1>S2 = R1 (0-100% inverter) 

S1, S3 = R1 & R2 valve 

BS tank sensor for R3 

S4, S5 sensor for 3-way valve S4 > S5=R4 
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Flat plate heat 

exchanger 


